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PANEL SCHEDULE: 212NHB (NORMAL BRANCH) (EXISTING)
VOLTS/PHASE: 480Y/277V, 3PH, 4W VOLTS/PHASE: 480v/277V, 3PH, 4W BUS AMPS: 100A FAULT CURRENT:
BUS AMPS: 225A FAULT CURRENT: BUS AMPS: 1004 FAULT CURRENT: MAIN SIZE/TYPE: MLO AIC RATING:
MAIN SIZE/TYPE: 225A/MCB AIC RATING: MAIN SIZE/ .j:um“ 100A/MCE Alc mﬁ_zn.w MOUNTING: SURFACE LOCATION:
MOUNTING: SURFACE LOCATION: MOUNTING: SURFACE LOCATION:
SECTION 1
SECTION 1 SECTION 1 NO. |DESCRIPTION LOAD/VA| WRE | BKR. | PHASE | BKR. | WIRE |LOAD/VA|DESCRIPTION NO.
> ToESCRPTION oAl WiRE == T piase | kR R T orovAToESCRPTON ) NO. |[DESCRIPTION LOAD/VA| WIRE BKR. | PHASE | BKR. WIRE |LOAD/VA |[DESCRIPTION NO. T |EXSTING 250 EXIST PYYTREN Y vy EXST 750 |EXSTING >
1_|[EXISTING LOAD 1500 | EXIST. | 2011 |A 20/1 EXIST. | 1500 |EXISTING 2 1 [EXSTING 50 EXST. | 201 A 201 EXST 70 |EXSTING 2 3 |NEW LIGHTING 850 #12 2071 B 2071 EXST. 750 [EXISTING 4
3 |[EXISTING LOAD 1500 | EXIST. | 20/1 B 201 | EXIST. | 1500 |EXISTNG 4 S |EXSTING /0| EXST. | 201 5 201 | EXST. /0 [EXSTING 4 5 [SPACE C SPACE 6
= ILIGHTING 1125 412 01 c SPACE p 5 |EXSTING 750 EXST. 20/1 c| 20/ #12 220 |NEW LIGHTING 6 7 |SPACE A SPACE 3
~ TsPAcE A SPACE p 7 |SPARE 201 |A 20/1 SPARE 8 9 |SPACE B SPACE 10
s [SPACE 5 SPACE m 9 [SPARE 20/1 B 20/1 SPARE 10 11 |SPACE c SPACE 12
7 ISPACE S SPACE n 11 |SPARE 20/1 c| 201 SPARE 12 13 |SPACE A SPACE 14
13 [SPACE A SPACE ” 13 |SPARE 201 |A 20/1 SPARE 14 15 |SPACE B SPACE 16
15 [SPACE 5 SPACE " 15 |SPARE 20/1 B 20/1 SPARE 16 17 |sPACE c SPACE 18
17 |SPACE C SPACE 18 17_[SPATE < SPACE 18 19 [SPACE A SPACE 20
19 [SPACE A SPACE 20 19 [SPACE A SPACE 2 21 |SPACE B SPACE 22
21 |SPACE B SPACE 22 21 |SPACE B SPACE 22 23 |SPACE C SPACE 24
23 |SPACE C SPACE 24 23 |SPACE c SPACE 24 25 |SPACE A SPACE 26
25 |SPACE A SPACE 26 25 |SPACE A SPACE 20 27 |SPACE E SPACE 28
27 |SPACE B SPACE 28 27 |SPACE 5 SPACE 28 29 |SPACE c SPACE 30
29 |SPACE C SPACE 30 Mw Mwwmm - c Mwwmm MM 31 |SPACE A SPACE 32
31 |SPACE A SPACE 32 3 |SPAGE 5 SPACE ” 33 |SPACE B SPACE 34
33 |SPACE B SPACE 34 5 |SPAGE S SPACE p” 35 |SPACE c SPACE 36
A = SAcE - 37 _|SPACE A SPACE 38 o Terace . 70/3 | EXST = RECEPTACLES o
37 8488 A 919 %8 39 |SPACE B SPACE 40 Mw mwwmm = c . WMN MM
39 |EXISTNG 8488 | EXST. 50/3 B 50/3 EXIST. 9196 |EXISTING 40 T TSPAGE = ~PACE )
41 8488 C 9196 42
TOTAL—»| CONNECTED LOAD | DEMAND LOAD PANEL NOTES
TOTAL—| CONNECTED LoAD | DEMAND LOAD S ANEL NOTES TOTAL—»>| CONNECTED LOAD | DEMAND LOAD PANEL NOTES DEMAND LOAD CALC. PHASE A|PHASE B|[PHASEC| KVA | AMPS | KVA | AMPS
DEMAND LOAD CALC. PHASE A[PHASE B[PHASE C| KVA AMPS KVA | AMPS .
DEMAND LOAD CALC. PHASE A|PHASE B[PHASE C| KVA AMPS KVA AMPS LIGHTING X 125% 0.0 0.9 0.0 0.9 1.0 1.1 1.3
IGHTING X 125% 0.0 0.0 11 11 14 14 17 LIGHTING X 125% o 0.0 0.0 0.2 0.2 0.3 0.3 0.3 RECEPTACLES @ 10KW+50% 23 15 0.8 45 5.4 4.5 5.4
RECEPTACLES @ 10KW+50% | 3.0 30 0.0 6.0 72 6.0 72 mmm_mwﬂm_ﬂ_w A@SHM_%&? mw mw MN MM MM MM “M EQUMENT @ 100% _ 0.0 0.0 0.0 0.0 0.0 0.0 0.0
EQUIPMENT @ 100% 17.7 17.7 17.7 53.1 63.8 53.1 63.8 HVAC COOLING @ 100% 50 00 0.0 00 00 00 00 HVAC COOLING @ aoﬂ,\o 0.0 0.0 0.0 0.0 0.0 0.0 0.0
HVAC COOLING @ 100% 0.0 0.0 0.0 0.0 0.0 0.0 0.0 HVAC HEATING @ 100% 50 00 0.0 00 00 00 00 HVAC HEATING @ 100% 0.0 0.0 0.0 0.0 0.0 0.0 0.0
HVAC HEATING @ 100% 0.0 0.0 0.0 0.0 0.0 0.0 0.0 KITCHEN @ NEC 220.56 0.0 0.0 0.0 0.0 0.0 0.0 0.0
KITCHEN @ NEC 220.56 0.0 0.0 0.0 0.0 0.0 0.0 0.0 KITOHER @ NEC 22096 _ 0.0 0.0 0.0 0.0 0.0 0.0 0.0 LARGEST MOTOR @ 1.25% 0.0 0.0 0.0 0.0 0.0 0.0 0.0
LARGEST MOTOR @ 1.25% 0.0 0.0 0.0 0.0 0.0 0.0 0.0 %_wo_um»/m_/_qm_,_w_mém @ 1.25% N.N NN M.N M.N N.N N.M mm — SUB PANELS 0.0 0.0 0.0 0.0 0.0 0.0 0.0 | Total Demand KVA: 5.6
SUB PANELS 0.0 0.0 0.0 0.0 0.0 0.0 0.0 | Total Demand KVA: 60.5 IR — — 0 5 n 28| Total Demand Amps: 4.8 TOTALY| 23 24 08 54 6.4 5.6 6.7 | Total Demand Amps: 6.7
TOTALY| 207 20.7 18.8 60.2 72.4 60.5 72.7 | Total Demand Amps: 72.7
PANEL SCHEDULE: 212SLA (LIFE SAFETY BRANCH) (EXISTING) PANEL SCHEDULE: 212NLB (NORMAL BRANCH) (EXISTING)
PANEL SCHEDULE: 212CLA (CRITICAL BRANCH) (EXISTING) VOLTS/PHASE: 480Y/277V, 3PH, 4W VOLTS/PHASE: 208Y/120V, 3PH, 4W
VOLTS/PHASE: 208Y/120V, 3PH, 4W BUS AMPS: 60A FAULT CURRENT: BUS AMPS: 150A FAULT CURRENT:
BUS AMPS: 225A FAULT CURRENT: MAIN SIZE/TYPE: 225A/MCB AIC RATING: MAIN SIZE/TYPE: 225A/MCB AIC RATING:
MAIN SIZE/TYPE: 225A/MCB AIC RATING: MOUNTING: SURFACE LOCATION: MOUNTING: SURFACE LOCATION:
MOUNTING: SURFACE LOCATION:
SECTION 1 SECTION 1
SECTION 1 NO. |DESCRIPTION LOAD/VA| WIRE BKR. | PHASE | BKR WIRE | LOAD/VA |DESCRIPTION NO. NO. [DESCRIPTION LOAD/VA| WIRE BKR. | PHASE | BKR. WIRE |LOAD/VA |[DESCRIPTION NO.
NO. |DESCRIPTION LOAD/VA| WIRE BKR. | PHASE | BKR WIRE |LOAD/VA |DESCRIPTION NO. 1 |EXSTING LOAD 750 EXST. 2011 |A 20/1 EXST. 750 |EXISTING LOAD 2 1 |EXISTING LOAD 750 EXST. 201 |A 20/1 EXST. 750 |EXISTING LOAD 2
1 |EXISTING LOAD 1000 | EXST. 201 |A 20/1 EXST. 1000 |EXISTING LOAD 2 3 |EXSTING LOAD 750 EXST. 20/1 B 20/1 EXST. 750 |EXISTING LOAD 4 3 |EXISTING LOAD 750 EXST. 20/1 B 20/1 EXST. 750 |EXISTING LOAD 4
3 |EXISTING LOAD 1000 | EXST. 20/1 B 20/1 EXST. 1000 |EXISTING LOAD 4 5 |DOOR HARDWARE 1000 #12 20/1 c| 201 #12 500 |MEDGAS PANELS 6 5 |EXISTING LOAD 750 EXST. 20/1 cl 201 EXST. 750 |EXISTING LOAD 6
5 |ExiSTING LOAD 1750 | cyst o0/2 S EXST 1750 | CyisTING LOAD 6 7 |DOOR HARDWARE 1000 #12 2011 |A 20/1 SPARE 8 7 |EXISTING LOAD 750 EXST. 201 |A 20/1 EXST. 750 |EXISTING LOAD 8
7 1750 A 1750 8 9 |SPARE 20/1 B 20/1 SPARE 10 9 |EXISTING LOAD 750 EXST. 20/1 B 20/1 EXST. 750 |EXISTING LOAD 10
9 |EXSTING LOAD 1000 | EXST. 20/1 B 20/1 EXST. 1000 |EXISTING LOAD 10 11 |SPARE 20/1 cl 201 SPARE 12 11 |EXISTING LOAD 750 EXST. 20/1 cl 201 EXST. 750 |EXISTING LOAD 12
11 |EXISTING LOAD 1000 | EXST. 20/1 c| 20/ EXST. 1000 |EXISTING LOAD 12 13 |SPARE 2011 |A 20/1 SPARE 14 13 |EXISTING LOAD 750 EXST. 201 |A 20/1 EXST. 750 |EXISTING LOAD 14
13 |EXISTING LOAD 1000 | EXST. 201 |A 20/1 EXST. 1000 |EXISTING LOAD 14 15 |SPARE 20/1 B 20/1 SPARE 16 15 |EXISTING LOAD 750 EXST. 20/1 B 20/1 EXST. 750  |EXISTING LOAD 16
15 |EXISTING LOAD 1000 | EXST. 20/1 B 20/1 EXST. 1000 |EXISTING LOAD 16 17 |SPARE 20/1 cl 201 SPARE 18 17 |EXISTING LOAD 750 EXST. 20/1 cl 201 EXST. 750 |EXISTING LOAD 18
17 |EXISTING LOAD 1000 | EXST. 20/1 c| 20/ EXST. 1000 |EXISTING LOAD 18 19 |SPARE 2011 |A 20/1 SPARE 20 19 |EXISTING LOAD 750 EXST. 201 |A 20/1 EXST. 750 |EXISTING LOAD 20
19 |RECEP. BED 3, 4, 5 1080 #12 201 |A 201 EXST. 1000 |EXISTING LOAD 20 21 |SPARE 20/1 B 20/1 SPARE 22 21 |EXISTING LOAD 750 EXST. 15/1 B 20/1 EXST. 750  |EXISTING LOAD 22
21 |EXISTING LOAD 1000 | EXST. 20/1 B 20/1 EXST. 1000 |EXISTING LOAD 22 23 |SPARE 20/1 cl 201 SPARE 24 23 |EXISTING LOAD 750 EXST. 20/1 S EXST 750 | EviSTING LOAD 24
23 |EXISTING LOAD 1000 | EXST. 20/1 c| 20/ EXST. 1000 |EXISTING LOAD 24 25 |SPARE 201 |A 20/1 SPARE 26 25 |cyiSTING LOAD 750 EXST 02 A 750 26
25 |EXISTING LOAD 1000 | EXST. 201 |A 20/1 EXST. 1000 |EXISTING LOAD 26 27 |SPARE 20/1 B 20/1 SPARE 28 27 750 B 20/1 #12 900 |RECEP. BED 9 & 10 28
27 |EXISTING LOAD 1000 | EXST. 20/1 B 20/1 EXST. 1000 |EXISTING LOAD 28 29 |SPARE 20/1 cl 201 SPARE 30 29 |EXISTING LOAD 750 EXST. 20/1 cl 201 #12 540 |RECEP. NURSE STATION 30
29 |[EXISTING LOAD 1000 | EXST. 20/1 c| 20/ EXST. 1000 |EXISTING LOAD 30 31 |SPARE 2011 |A 20/1 SPARE 32 31 |EXISTING LOAD 750 EXST. 201 |A 20/1 #12 1260 |RECEP. RESTROOMS 32
31 |[EXISTING LOAD 1000 | EXST. 201 |A 20/1 #12 360 |RECEP.BED18&2 32 33 |SPARE 20/1 B 20/1 SPARE 34 33 |RECEP. BED 1 & BED2 1440 #12 20/1 B 20/1 #12 1000 |RECEP. BREAK ROOM 34
33 |[EXISTING LOAD 1000 | EXST. 20/1 B 20/1 EXST. 1200 |EXISTING LOAD 34 35 |SPARE 20/1 cl 201 SPARE 36 35 |RECEP. SOCIAL WORK 1080 #12 20/1 cl 201 #12 1000 |RECEP. BREAK ROOM 36
35 |[EXISTING LOAD 1000 | EXST. 20/1 c| 20/ #12 1000 |RECEP. MED PREP 36 37 |SPARE 2011 |A 20/1 SPARE 38 37 |RECEP. BED 3 & 4 900 #12 201 |A 20/1 #12 500 |DRINKING FOUNTAIN 38
37 |EXISTING LOAD 1000 | EXST. 201 |A 20/1 #12 1000 |P CART RECEP. 38 39 |SPARE 20/1 B 20/1 SPARE 40 39 |RECEP. BED 5 & 6 900 #12 20/1 B 20/1 #12 540 |RECEP. NURSE STATION 40
39 |EXISTING LOAD 1000 EXST. 20/1 B 20/1 #12 1000 |C CART RECEP. 40 41 |SPARE 20/1 C| 201 SPARE 42 41 |RECEP.BED 7 & 8 900 #12 20/1 C| 201 SPARE 42
41 |[EXISTING LOAD 1000 | EXST. 20/1 c|l 20/1 #12 1000 |X-RAY RECEP. 42
SECTION 2 TOTAL—»>| CONNECTED LOAD | DEMAND LOAD PANEL NOTES TOTAL—»| CONNECTED LOAD | DEMAND LOAD PANEL NOTES
43 |EXISTING LOAD 1000 EXST. 20/1 A 20/1 EXST. 1000 |EXISTING LOAD 44 DEMAND LOAD CALC. PHASE A|PHASE B|PHASE C KVA AMPS KVA AMPS DEMAND LOAD CALC. PHASE A|PHASE B|PHASE C KVA AMPS KVA AMPS
45 |[EXISTING LOAD 1000 | EXST. 20/1 B 20/1 EXST. 1000 |EXISTING LOAD 46 LIGHTING X 125% 0.0 0.0 0.0 0.0 0.0 0.0 0.0 LIGHTING X 125% 0.0 0.0 0.0 0.0 0.0 0.0 0.0
47 |EXSTING LOAD 1000 | EXST. 20/1 c| 201 EXST. 1000 |EXISTING LOAD 48 RECEPTACLES @ 10KW+50% 1.5 1.5 0.0 3.0 3.6 3.0 3.6 RECEPTACLES @ 10KW+50% 10.9 11.5 10.3 32.7 90.8 21.4 59.3
49 |EXISTING LOAD 1000 | EXST. 201 |A 20/1 EXST. 1000 |EXISTING LOAD 50 EQUIPMENT @ 100% 1.0 0.0 1.5 2.5 3.0 2.5 3.0 EQUIPMENT @ 100% 0.0 0.0 0.0 0.0 0.0 0.0 0.0
51 |[EXISTING LOAD 1000 | EXST. 20/1 B 20/1 EXST. 1000 |EXISTING LOAD 52 HVAC COOLING @ 100% 0.0 0.0 0.0 0.0 0.0 0.0 0.0 HVAC COOLING @ 100% 0.0 0.0 0.0 0.0 0.0 0.0 0.0
53 |EXISTING LOAD 1000 | EXST. 20/1 c| 201 EXST. 1000 |EXISTING LOAD 54 HVAC HEATING @ 100% 0.0 0.0 0.0 0.0 0.0 0.0 0.0 HVAC HEATING @ 100% 0.0 0.0 0.0 0.0 0.0 0.0 0.0
55 [EXISTING LOAD 1000 | EXST. 201 |A 20/1 EXST. 1000 |EXISTING LOAD 56 KITCHEN @ NEC 220.56 0.0 0.0 0.0 0.0 0.0 0.0 0.0 KITCHEN @ NEC 220.56 0.0 0.0 0.0 0.0 0.0 0.0 0.0
57 |EXISTING LOAD 1000 EXST. 20/1 B 20/1 EXST. 1000 |EXISTING LOAD 58 LARGEST MOTOR @ 1.25% 0.0 0.0 0.0 0.0 0.0 0.0 0.0 LARGEST MOTOR @ 1.25% 0.0 0.0 0.0 0.0 0.0 0.0 0.0
59 |EXISTING LOAD 1000 EXST. 20/1 cl 20/1 EXST. 1000 |EXISTING LOAD 60 SUB PANELS 0.0 0.0 0.0 0.0 0.0 0.0 0.0 Total Demand KVA: 5.5 SUB PANELS 0.0 0.0 0.0 0.0 0.0 0.0 0.0 Total Demand KVA: 21.4
61 |RECEP. BED 6, 7 720 #12 201 |A 20/1 EXST. 1000 |EXISTING LOAD 62 TOTALY 2.5 1.5 1.5 5.5 6.6 5.5 6.6 Total Demand Amps: 6.6 TOTALY| 10.9 11.5 10.3 32.7 90.8 21.4 59.3 Total Demand Amps: 59.3
63 [LINEN CART 1000 #12 20/1 B o0/ 0 |spagre 64
65 |RECEP. BED 8, 9 & 10 1080 #12 20/1 C 0 66
67 |BLANKET WARMER 1000 #12 201 |A 20/1 EXST. 1000 |EXISTING LOAD 68
69 |EXISTING LOAD 1000 | EXST. 20/1 B 20/1 EXST. 1000 |EXISTING LOAD 70
71 |EXISTING LOAD 1000 | EXST. 20/1 c| 20/ EXST. 1000 |EXISTING LOAD 72
73 |RECEP. NURSE STATION 540 #12 201 |A 20/1 #12 1000 |C CART RECEP. 74
75 |TERMINAL UNIT CTRLS 600 #12 20/1 B 20/1 #12 1000 |P CART RECEP. 76
77 |FLUSH SENSORS 300 #12 20/1 cl 201 #12 1000 |REFRIG. RM 1A-506 78
79 |CAMERA POWER SUPPLY 500 #12 201 |A 20/1 #12 720 |RECEP. NURSE STATION 80
81 |spaRE 0 20/1 B 20/1 #12 1000 |FAUCET SENSORS 82
83 0 cl 201 #12 1100 |ICE MAKER RM 1A-506 84
TOTAL—»| CONNECTED LOAD | DEMAND LOAD PANEL NOTES
DEMAND LOAD CALC. PHASE A|PHASE B[PHASE C| KVA AMPS KVA AMPS
LIGHTING X 125% 0.0 0.0 0.0 0.0 0.0 0.0 0.0
RECEPTACLES @ 10KW+50% 26.9 25.2 25.6 77.7 215.7 43.9 121.7
EQUIPMENT @ 100% 0.5 0.6 1.4 2.5 6.9 2.5 6.9
HVAC COOLING @ 100% 0.0 0.0 0.0 0.0 0.0 0.0 0.0
HVAC HEATING @ 100% 0.0 0.0 0.0 0.0 0.0 0.0 0.0
KITCHEN @ NEC 220.56 0.0 0.0 0.0 0.0 0.0 0.0 0.0
LARGEST MOTOR @ 1.25% 0.0 0.0 0.0 0.0 0.0 0.0 0.0
SUB PANELS 0.0 0.0 0.0 0.0 0.0 0.0 0.0 | Total Demand KVA: 46.4
TOTALY| 274 25.8 27.0 80.2 2226 46.4 128.7 | Total Demand Amps: 128.7
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